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IRRIGATION CONTROLLER (A2C-M) PER PLAN1

IRRIGATION CONTROL WIRE IN CONDUIT
SIZE AND TYPE PER LOCAL CODES

ELECTRICAL SUPPLY CONDUIT
CONNECT TO POWER SOURCE, J-BOX 
INSIDE CONTROLLER

ADJACENT SURFACE TO MOUNT 
CONTROLLER PER PLAN

2

3

4

LEGEND

NOTE 
MOUNT CONTROLLER LCD SCREEN AT EYE LEVEL, 
CONTROLLER SHALL BE HARD-WIRED TO 
GROUNDED 
110 VAC POWER SOURCE
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IRRIGATION CONTROLLER (A2C-SS) PER PLAN1

IRRIGATION CONTROL WIRE IN CONDUIT
SIZE AND TYPE PER LOCAL CODES

ELECTRICAL SUPPLY CONDUIT
CONNECT TO POWER SOURCE, J-BOX 
INSIDE CONTROLLER

ADJACENT SURFACE TO MOUNT 
CONTROLLER PER PLAN

2

3
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LEGEND

NOTE 
MOUNT CONTROLLER LCD SCREEN AT EYE LEVEL, 
CONTROLLER SHALL BE HARD-WIRED TO GROUNDED 
110 VAC POWER SOURCE
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IRRIGATION CONTROLLER (A2C-PED) PER PLAN1

LEGEND

ELECTRICAL SUPPLY CONDUIT
CONNECT TO POWER SOURCE, J-BOX INSIDE 
CONTROLLER

2

GROUND WIRE CONDUIT
GROUND PER ASIC GUIDELINES

3

IRRIGATION CONTROL WIRE IN CONDUIT
SIZE AND TYPE PER LOCAL CODES

4

PEDESTAL BASE PER PLAN
INSURE POSITIVE DRAINAGE AWAY FROM 
PEDESTAL

5

NOTE 
CONTROLLER SHALL BE HARD-WIRED TO 
GROUNDED 
110 VAC POWER SOURCE
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IRRIGATION CONTROLLER (A2C-PED-SS) PER PLAN1

LEGEND

ELECTRICAL SUPPLY CONDUIT
CONNECT TO POWER SOURCE, J-BOX INSIDE 
CONTROLLER

2

GROUND WIRE CONDUIT
GROUND PER ASIC GUIDELINES

3

IRRIGATION CONTROL WIRE IN CONDUIT
SIZE AND TYPE PER LOCAL CODES

4

PEDESTAL BASE PER PLAN
INSURE POSITIVE DRAINAGE AWAY FROM 
PEDESTAL

5

NOTE 
CONTROLLER SHALL BE HARD-WIRED TO 
GROUNDED 
110 VAC POWER SOURCE
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IRRIGATION CONTROLLER (ACC2-PP) PER PLAN1

LEGEND

ELECTRICAL SUPPLY CONDUIT
CONNECT TO POWER SOURCE, J-BOX INSIDE 
CONTROLLER

2

GROUND WIRE CONDUIT
GROUND PER ASIC GUIDELINES

3

IRRIGATION CONTROL WIRE IN CONDUIT
SIZE AND TYPE PER LOCAL CODES

4

PEDESTAL BASE PER PLAN
INSURE POSITIVE DRAINAGE AWAY FROM 
PEDESTAL

5

NOTE 
CONTROLLER SHALL BE HARD-WIRED TO 
GROUNDED 
110 VAC POWER SOURCE
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ACC2-DEC

ACC2 DECODER
Controller
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ACC2-DEC

No. Description Date
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C.A2C.01  ACC2 DECODER - WALL
MOUNT GRAY STEEL
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C.A2C.02  ACC2 DECODER - WALL
MOUNT STAINLESS STEEL
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C.A2C.03   ACC2 DECODER - METAL
PEDESTAL
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C.A23.04   ACC2 DECODER - STAINLESS
STEEL PEDESTAL

 1 : 5
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C.A2C.05  ACC2 DECODER - PLASTIC
PEDESTAL


